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Municipality Water Quality Results  
 

Purpose 

In regards to the Safe Drinking Water Act, analyzed whether changes/exceedances to water quality parameters of 
municipal wells within the NVCA SPA occurred under the Drinking Water Systems Ont. Reg. 170/03 based on the 
Drinking Water Quality Standards Ont. Reg. 169/03 from pre-policy (before 2015) to post-policy SWP (after 2015) 

Source of Annual Reports  

Local Municipalities/Provincial Government Agencies (Ontario Clean Water Agency) 

Time Frame of Annual Reports 

Between the years of 2012 to 2017   

Source of Water Quality Data 

Accredited agencies/certified professionals who meet the criteria to collect samples under the Safe Drinking Water Act 
Laboratories that have a drinking water testing license approved by the Director under the Safe Drinking Water Act  
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Annual Water Quality Reports, Ont. DWS Reg. 170/03  
Location of Samples 

Samples are taken from the point at which water enters the drinking water systems’ 
distribution system or plumbing that is connected to the drinking water system 

Form of sampling 

Samples are taken in the form of grab samples 

Testing of Organics & Inorganics  

The owner of a large municipal residential system must take at least one water sample 
every 36 months for testing, if the systems raw water supply is from groundwater   

The owner of a small municipal residential system or non-municipal year-round 
residential system must take at least one water sample every 60 months for testing 
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Municipal Well Supply Systems of Concern 
Adjala-Tosorontio: Rosemont Well Supply System 

• Ontario Clean Water Agency has confirmed that sodium 
concentrations are naturally occurring and users are made 
aware of this condition  

• Best Management Practices to Rectify Situation: 
Installation of reverse osmosis unit seen as cost-prohibitive 

• 2017 Annual Report, discussion concerning sodium results 
with local Public Health Inspector from the Simcoe 
Muskoka District Health Unit had no further instructions 
given at that time. Thus, to continue monitoring as per  
O. Reg. 170/03 on a 60-month schedule.  

• No other systems in the NVCA SPR have 
any cause for concern 

• Some wells exceeded health objective for  
sodium but not aesthetic objective  

 

Township  Well  
Year of 
Annual 
Report  

Inorganic 
Parameters 

(MAC) 

Date of 
Sample 

(Inorganic) 

Organic 
Parameters 

(MAC) 

Adjala-
Tosorontio Rosemont  

2017 Sodium 202 mg/L 1/18/2017 No Exceedance  

2016 Sodium 113 mg/L 1/17/2012 No Exceedance  

2015 Sodium 113 mg/L 1/17/2012 No Exceedance  

2014 Sodium 113 mg/L 1/17/2012 No Exceedance  

2013 Sodium 113 mg/L 1/17/2012 No Exceedance  

2012 Sodium 127 mg/L  1/10/2012 No Exceedance  

No Maximum Acceptable Concentration (MAC) for Sodium 
 
Health Objective for Sodium: 20 mg/L  
Aesthetic Objective for Sodium: 200 mg/L 

Rosemont results are from a blended system with I(PW1A) and PW3 


	Municipality Water Quality Results �
	Annual Water Quality Reports, Ont. DWS Reg. 170/03 
	Municipal Well Supply Systems of Concern�Adjala-Tosorontio: Rosemont Well Supply System

